CONTRACT NO. 83863

10° PEDESTRIAN LIGHT POLE (LP3)

(2) 3/4” PVC CONDUIT
EMBEDDED IN STRUCTURE
(EMPTY) FOR PIER LIGHTING

N

UNDER STAIR LUMINAIRE,
HIGH ABUSE, TSV,
6’ W x 8"H x 4.5'D

374’ PVC CONDUIT EMBEDDED IN

STRUCTURE WITH 3-1/C #10
CONDUCTORS FROM PHOTOCELL
CONTROL IN POLE ON TOP OF

BRIDGE (THROUGH JUNCTION BOX)

DETECTABLE
WARNING
RAILING
(SEE ARCH.
PLANS)

K *\_ SEE UNDERPASS LIGHTING

DETAILS FOR CONTINUATION
TO JUNCTION BOX

™~ 1 PVC CONDUIT WITH
3-1/C *8 CONDUCTORS

= $DATES
SUSERS

= $FILELS
PLOT SCALE = $SCALE$

USER NAME

PLOT DATE
FILE NAME

\— 1 PVYC CONDUIT WITH
3-1/C #8 CONDUCTORS
TO REMAINING POLES

SOUTHWEST STAIRWAY DETAILS

{2) 3/4" PVYC CONDUIT
EMBEDDED IN STRUCTURE
(EMPTY) FOR PIER LIGHTING

10’ PEDESTRIAN LIGHT POLE (LP3)

3/4” PVC CONDUIT

STRUCTURE WITH
3-1/C #10 CONDUCTORS
FROM LIGHT POLE
MOUNTED ON TOP

OF BRIDGE (THROUGH

(I

T [T

MO OO OO LT

[HTHIHTTT AT T [T

| ! 11

UNDERPASS LIGHTING

UNIT (SEE UNDERPASS '
LIGHTING PLANS FOR H
DETAILS) T

CONDUIT BENDS SOUTH
TOWARDS BRIDGE

F.A. . TOTAL [SHEET
RTE.| SECTION COUNTY __ IsHEETS| NO,
1441 00-00059-00-BR KANE 154 152
UNDER STAIR LUMINAIRE, STA. TO STA.
HIGH ABUSE, 75W, FED. ROAD DIST, NO. IILLINO!SIFED. AID PROJECT

6“W x 8"H x 4.5'D

3/4" PVC CONDUIT EMBEDDED IN
STRUCTURE WITH 3-1/C *10
CONDUCTORS FROM

PHOTOCELL CONTROL IN POLE
ON TOP OF BRIDGE

SEE UNDERPASS LIGHTING —=%
DETAILS FOR CONTINUATION
TO JUNCTION BOX

(2) 3/4" PVC CONDUIT

EMBEDDED IN STRUCTURE
(EMPTY) FOR PIER LIGHTING

1 PYC CONDUIT EMBEDDED —1
IN STRUCTURE WITH

4

/

v

3-1/C *8 CONDUCTORS

\—TO PEDESTRIAN LIGHT POLE (LP3)
MOUNTED ON RETAINING WALL
IN FOREGROUND, AS SHOWN IN

NORTHWEST STAIRWAY DETAILS

PLANS

SOUTHEAST STAIRWAY DETAILS

14’ PEDESTRIAN LIGHT POLE (LP2)

MOUNTED ON RETAINING WALL

(2) 3/4” PVC CONDUIT
EMBEDDED IN STRUCTURE
(EMPTY) FOR PIER LIGHTING

1”7 PYC CONDUIT WITH
3-1/C #8 CONDUCTORS
FROM JUNCTION BOX
(SEE UNDERPASS

LIGHTING PLANS)

"\ SEE UNDERPASS LIGHTING

] DETAILS FOR CONTINUATION

1/////

TO JUNCTION BOX

4

\— 1" RGS CONDUIT WITH

3-1/C *8 CONDUCTORS

EMBEDDED IN

RETAINING WALL

NORTHEAST STAIRWAY DETAILS

\—CONDUIT BENDS EAST
TOWARDS BUILDINGS

-y -y EJM ENGINEERING, INC,
i,":'i i%i'm 411 Sautk Wells Street Suite 800
Chicago, linols 60607

REVISIONS
NAME

ILLINOIS DEPARTMENT OF TRANSPORTATION
WILSON STREET

STAIRWAY DETAILS

SCALE: 1"=20" DRAWN BY: JDM
DATE: 09/28/06 CHECKED BY: RS




